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NOTES:
1.REFER TO E4.1 FOR PHOTOVOLTAIC ONE—LINE DIAGRAM
AND MATERIAL LIST.
2.PHOTOVOLTAIC MODULES WITH TAG ’A’ SHALL HAVE
INDIVIDUAL MICRO—INVERTERS AND CONNECTED IN
PARALLEL.
3.PHOTOVOLTAIC MODULES WITH TAG ’B’ SHALL HAVE
INDIVIDUAL MICRO—INVERTERS AND CONNECTED IN
PARALLEL.
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